
 

 

   
 

850 Poplar Street 
Pittsburgh, PA 15220 

phone: 412.922.4000 
fax: 412.922.4043 

intertek.com/building 
psiusa.com 

December 8, 2023, revised January 26, 2024 
 
 
Pine Richland School District 
702 Warrendale Road 
Gibsonia, Pennsylvania  
Attn: Mr. Jefferey Zimmerman 
 Maintenance Supervisor  
 jzimmerman@pinerichland.org 
 
Re: Potable Water Lead Screening - 2023 
 Pine Richland School District 

Gibsonia, Allegheny County, Pennsylvania 
 PSI Project No. 08165069-3 
 
 
Dear Mr. Zimmerman: 
 
In accordance with your request, Professional Service Industries, Inc. (PSI), an Intertek 
company, conducted a limited lead water screening of client-defined potable water 
sources at the Pine Richland School District facilities.  PSI’s sampling included sixty-nine 
(69) samples in the following school buildings at the Pine Richland School District:  
 

• Pine Richland Elementary (9 samples) 
• Eden Hall (12 samples) 
• Pine Richland Hance Elementary (10 samples) 
• Pine Richland Wexford Elementary (10 samples) 
• Pine Richland High School (11 samples) 
• Pine Richland Athletic Fields (7 samples) 
• Pine Richland Middle School (10 samples) 

 

 

PSI was given authorization to conduct the lead-in-water screening by Mr. Jeffrey 
Zimmerman, Maintenance Supervisor for the Pine Richland School District.  The sampling 
and analysis were conducted in accordance with the agreement between PSI and the Pine 
Richland School District.   
 
SCOPE 
Water samples were collected from the identified potable water outlets selected by the 
client in the Pine Richland School District.  The samples were collected from 69 potable 
water sources, including faucets and water fountains. A “first draw” sample is defined as 
the first water to come out of the tap after an 8-hour period of inactivity, but no more than 
18-hours.  The number of samples and the sample locations were determined by the client.  
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Lead was detected above the analytical detection limit of 1.0 ppb in 10 of the 69 samples 
collected.  Of the 10 samples where lead was detected, one (1) had a lead concentration 
above the proposed PA State recommended upper limit of 5.0 ppb but below the EPA 
Action Level of 15.0 ppb.  This location was remediated and re-sampled on December 14 
and January 12, 2024.  Analytical results for the re-sampling found lead concentrations to 
be < 5.0 ppb.     
  
METHODOLOGY 
PSI’s inspector Michael Kopar and Pine Richland staff collected a total of sixty-nine (69) 
“first draw” water samples from potable drinking water outlets on November 30, 2023.  The 
“first draw” water samples were collected directly from water fountains or faucets (cold 
water spigots) which had been isolated from service for approximately 8-18 hours. The 
samples were collected directly into laboratory-supplied 250 ml bottles containing a HNO3 
preservative solution.   
 
The samples were packed in a cooler and transmitted under chain of custody to Pace 
Analytical Laboratories located at 575 Broad Hollow Road, in Melville, NY 11747 for 
analysis.  This laboratory is a PA certified drinking water laboratory (PA Cert # 68-00350) 
accredited by the PA Department of Environmental Protection (PA DEP).  The samples 
were analyzed for lead content by laboratory method EPA 200.8. 
 
While the EPA drinking water recommended ‘action level’ for lead in Schools for drinking 
water at the tap is 0.020 milligrams per liter (mg/L) or 20 ug/L or 20 ppb, the proposed 
PA Statewide Standard for Lead in School drinking water maximum contaminant level is 
5 ppb.  The EPA’s “Lead and Copper Rule” (LCR) for Public Water suppliers (5CFR26460-
26564) established an Action Level of 0.015 mg/L (15 ug/L or 15 ppb) for lead based on 
the 90th percentile level of tap water samples (1 L samples).  
 

Public Water Supply Testing vs. Testing at Schools 
 

• It is important to note that the lead testing protocol used by public water systems 
is aimed at identifying system-wide problems rather than problems at outlets in 
individual buildings.  Moreover, the protocols for sample size and sampling 
procedures are different.  Under the LCR for public water systems, a lead action 
level of 15 ppb is established for 1 L samples taken by public water systems at 
high risk residences.  If more than 10 percent of the samples at residences exceed 
15 ppb, system-wide corrosion control treatment may be necessary.  The 15-ppb 
action level for public water systems is therefore a trigger for treatment rather than 
an exposure level. 
 

• EPA recommends that schools collect 250 ml first-draw samples from water 
fountains and outlets, and that the water fountains and/or outlets be taken out of 
service if the lead level exceeds 20 ppb.  The sample was designed to pinpoint 
specific fountains and outlets that require remediation (e.g. water cooler 
replacement).  The school sampling protocol maximizes the likelihood that the 
highest concentrations of lead are found because the first 250 ml are analyzed for 
lead after overnight stagnation.   
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• Some other local, State (such as NY State), and other agencies have adopted the 

more conservative lead action level of 15 ug/L (ppb).   
 

• Women for a Healthy Environment recommends that the outlet be remediated if 
lead concentrations are between 5 and 10 ppb, and the outlet be taken out of 
service if the lead exceeds 10 ppb.       

 
Lead was detected above the analytical detection limit of 1.0 ppb in 10 of the 69 samples 
collected.  Of the 10 samples where lead was detected, one (1) had a lead concentration 
above the proposed PA State recommended upper limit of 5.0 ppb but below the EPA 
Action Level of 15.0 ppb. 
 
Detailed sample summary tables for each of the buildings sampled, including sample 
numbers and sources sampled, sample location and the laboratory results, are provided 
as attachments to this report, along with the laboratory analytical reports.   

 
CONCLUSIONS 
The EPA’s “Lead and Copper Rule” (LCR) for Public Water suppliers (5CFR26460-26564) 
established an Action Level of 0.015 mg/L (15 ug/L or 15 ppb) for lead based on the 90th 
percentile level of tap water samples (1 L samples).  EPA has recommended that schools 
collect 250 ml first draw water samples with an action Level of 20 ppb.  New York State 
has further recommended that an Action Level for lead in drinking water be set at 15 ppb.  
For purposes of this report, the Woman for a Healthy Environment Action Level of 5 ppb 
has been set.    
 
Based on the water sampling results, it appears as though the lead concentrations were 
within the recommended limits. None of the samples collected exceeded the Action Level 
of 15 ppb, however, one (1) sample (RE-47 Kitchen rinse sink by C113) exceeded the 
Women for a Healthy Environment’s recommended limit of 5.0 ppb.  This location was 
remediated and re-sampled on December 14, 2023 and January 12, 2024.  Lead 
concentrations were below 5.0 ppb.  Based on the analytical results, no further action 
appears warranted at this time.        
 
RECOMMENDATIONS 
 
Upon receipt of the sampling results, PSI recommended that the outlets with 
concentrations exceeding the EPA recommended limit of 20 ppb be isolated, cleaned or 
replaced, and then re-sampled.  PSI also recommended cleaning or replacing then re-
sampling the potable water outlets that exceeded 5 ppb to verify concentrations.   
 
The EPA recommends that “at a minimum, every outlet that is regularly used for cooking 
and drinking should be sampled.”  Periodic, routine testing is recommended.  Regular 
testing can be valuable because it establishes a record of the water quality. 
 
If any changes are made in the plumbing system, PSI recommends testing the outlets 
prior to regular use.      
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WARRANTY 
The field observations, measurements, and research reported herein are considered 
sufficient in detail and scope to form for the analysis of the selected water quality 
parameters. The investigation and conclusions presented herein are based upon the 
subjective evaluation of limited data.  They may not represent all conditions at the subject 
site as they reflect the information gathered from specific locations. PSI warrants that the 
findings and conclusions contained herein have been promulgated in accordance with 
generally accepted environmental investigation methodology and only for the site 
described in this report. 

The water quality sampling and analysis has been developed to provide the client with 
information regarding select parameter concentrations in the water samples collected at 
the subject property.  It is necessarily limited to the conditions observed and to the 
information available at the time of the work. 

Due to the limited nature of the work, there is a possibility that there may exist conditions 
which could not be identified within the scope of the assessment or which were not 
apparent at the time of report preparation.  It is also possible that the testing methods 
employed at the time of the report may later be superseded by other methods.  PSI does 
not accept responsibility for changes in the state of the art, nor for changes in the 
regulations.  PSI believes that the findings and conclusions provided in this report are 
reasonable.  However, no other warranties are implied or expressed. 
 
This report for the above referenced property represents the product of PSI’s professional 
expertise and judgment in the environmental and industrial hygiene consulting industry.  
This report is certified to, can be relied upon by, and has been prepared for the exclusive 
use of the client.  PSI appreciates you selecting our services for your needs.  Please 
contact us at 412-385-0469 should you have any questions regarding this report. 
 
Respectfully Submitted,  
  
PROFESSIONAL SERVICE INDUSTRIES, INC. 
  

 

 

Michael Kopar, CIE  
Project Manager  

 
p:\0816\2023\lbp\water sampling\08165069-3 pine richland\08165069-3 pine richland 2023 lead-in-water screening, rev 1-
26-24.docx 
Attachments:  Drinking Water Sampling Tables   

Laboratory Analysis Report & Chain of Custody Records 
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TABLE 1.0 
DRINKING WATER SAMPLES 

Pine Richland Eden Hall 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

EH-01 Sink Kitchen prep by door First Draw < 1.0 

EH-02 Sink Kitchen prep dry stor First Draw 3.8 

EH-03 Sink Kitchen prep by 
toaster First Draw < 1.0 

EH-04 Sink Room 230 guidance First Draw < 1.0 

EH-05 WF Inside café (left) First Draw < 1.0 

EH-06 WF Outside Café (left) First Draw < 1.0 

EH-07 WF Outside Room 314  First Draw < 1.0 

EH-08 WF Outside Room 514 First Draw < 1.0 

EH-09 WF Outside Room 525 (R) First Draw < 1.0 

EH-10 WF Outside Room 625 (R)  First Draw < 1.0 

EH-11 WF Outside Room 825 (R) First Draw < 1.0 

EH-12 WF Room 632 First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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TABLE 2.0 
DRINKING WATER SAMPLES 

Pine Richland Hance Elementary 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

HE-13 Faucet Kitchen main First Draw 1.5 

HE-14 WF Office restroom First Draw < 1.0 

HE-14-2 WF Outside gym First Draw < 1.0 

HE-15 WF Outside library First Draw < 1.0 

HE-16 WF Outside Room 140 First Draw < 1.0 

HE-19 WF Room 129 First Draw < 1.0 

HE-20 WF Room 133 First Draw < 1.0 

HE-21 WF Room 137 First Draw < 1.0 

HE-22 WF Room 145 (Faculty) First Draw < 1.0 

HE-18  WF Room 108 (L) First Draw  < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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TABLE 3.0 

DRINKING WATER SAMPLES 
Pine Richland High School 

Sample Date: November 30, 2023 
Sample No. Source Sample Location Sample 

type 
Analytical 
Result (Pb) 
(ug/L = ppb) 

HS-23 Sink Kit – near pizza oven First Draw < 1.0 

HS-24 Sink Kit – outside Storage 
C (R) First Draw < 1.0 

HS-25 Sink Room 120 Kit 3 First Draw < 1.0 

HS-26 Sink Room 120 Kit 4 First Draw < 1.0 

HS-27 WF Cafeteria outside 
Student Activity First Draw No sample 

collected 

HS-28 BF Outside Attendance 
office (R) First Draw < 1.0 

HS-29 WF Outside Library office First Draw < 1.0 

HS-30 WF Outside rear Aud (R) First Draw < 1.0 

HS-31 WF Outside Weight Rm First Draw < 1.0 

HS-32 WF Room 300M (L) First Draw < 1.0 

HS-33 WF Room 317M (L) First Draw < 1.0 

HS-34 WF Room 415M (L) First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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TABLE 4.0 

DRINKING WATER SAMPLES 
Pine Richland Middle School 

Sample Date: November 30, 2023 
Sample No. Source Sample Location Sample 

type 
Analytical 
Result (Pb) 
(ug/L = ppb) 

MS-35 BF Outside gym First Draw < 1.0 

MS-36 Sink FCS Sink 3 First Draw < 1.0 

MS-37 Sink FCS sink 5 First Draw < 1.0 

MS-38 Sink Guidance office First Draw < 1.0 

MS-39 Sink Kitchen rear First Draw 1.8 

MS-40 WF Outside cafe First Draw 3.2 

MS-41 WF Outside E&E First Draw < 1.0 

MS-42 WF Outside gym (R)   First Draw < 1.0 

MS-43 WF RR 206M First Draw < 1.0 

MS-44 WF RR 403M First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 

15 ppb and/or the proposed PA State Level of 5 ppb  
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TABLE 5.0 
DRINKING WATER SAMPLES 

Pine Richland - Richland Elementary 
Sample Date: November 30, 2023 

Sample 
No. 

Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

RE-45 BF Outside Room 200 First Draw < 1.0 

RE-46 Sink Kit Prep by C113 First Draw 3.6 

RE-47 Sink Kit rinse by C113 First Draw 10.4 

RE-01 Sink Kit rinse by C113 (12-14-23) First Draw 2.2 

RE-02 Sink Kit rinse by C113 (1-12-24) First Draw 3.2 

RE-48 WF Gym – Boys LR First Draw < 1.0 

RE-49 WF Outside Room 007 First Draw < 1.0 

RE-50 WF Outside Room 103 (L) First Draw < 1.0 

RE-51 WF Outside Room 117 (lunch) First Draw < 1.0 

RE-52 WF Outside Room 219 First Draw < 1.0 

RE-53 No sample 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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TABLE 6.0 
DRINKING WATER SAMPLES 

Pine Richland Stadium / Athletics 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

SA-54 Sink Concession A First Draw 1.4 

SA-55 Sink Home Trainers Room First Draw < 1.0 

SA-56 Sink Annex Trainers Rm First Draw < 1.0 

SA-57 WF Outside camera loft 
(L) First Draw < 1.0 

SA-58 WF Outside Home LR (R) First Draw < 1.0 

SA-59 WF Outside Visit LR (R) First Draw < 1.0 

SA-60 WF Outside Weight (R) First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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TABLE 7.0 
DRINKING WATER SAMPLES 

Pine Richland Wexford Elementary  
Sample Date: November 30, 2023 

 
 
 
 
 
 
 
 
 
 
 
 

WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

WE-61 Kettle Kit Braising sprayer First Draw 2.4 

WE-62 Sink Kit Food prep First Draw 2.9 

WE-63 WF Kindergarten Locker 
Area (R) First Draw < 1.0 

WE-64 WF Locker Area (R) First Draw < 1.0 

WE-65 WF Outside Rm D 115 
music 

First Draw < 1.0 

WE-66 WF Room B104 First Draw < 1.0 

WE-67 WF Room B120 First Draw < 1.0 

WE-68 WF Room C111 First Draw < 1.0 

WE-69 WF Room C118 First Draw < 1.0 

WE-70 WF Room C130 First Draw 2.8 
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December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279319

70279319
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE RICHLAND-EDEN HALL 11/30

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 1 of 21
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CERTIFICATIONS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-1 Lab ID: 70279319001 Collected: 11/30/23 08:13 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:27 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 3 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-2 Lab ID: 70279319002 Collected: 11/30/23 08:16 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 3.8 ug/L 12/06/23 11:32 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 4 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-3 Lab ID: 70279319003 Collected: 11/30/23 08:14 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:34 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 5 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-4 Lab ID: 70279319004 Collected: 11/30/23 08:22 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:38 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 6 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-5 Lab ID: 70279319005 Collected: 11/30/23 08:19 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:40 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 7 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-6 Lab ID: 70279319006 Collected: 11/30/23 08:17 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:41 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 8 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-7 Lab ID: 70279319007 Collected: 11/30/23 08:24 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:43 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 9 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-8 Lab ID: 70279319008 Collected: 11/30/23 08:26 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:44 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 10 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-9 Lab ID: 70279319009 Collected: 11/30/23 08:28 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:46 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 11 of 21
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-10 Lab ID: 70279319010 Collected: 11/30/23 08:35 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:47 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-11 Lab ID: 70279319011 Collected: 11/30/23 08:32 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:49 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Sample: EH-12 Lab ID: 70279319012 Collected: 11/30/23 08:36 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:50 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 14 of 21
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329730
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279319001, 70279319002, 70279319003, 70279319004, 70279319005, 70279319006, 70279319007,

70279319008, 70279319009, 70279319010, 70279319011, 70279319012

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688119
Associated Lab Samples: 70279319001, 70279319002, 70279319003, 70279319004, 70279319005, 70279319006, 70279319007,

70279319008, 70279319009, 70279319010, 70279319011, 70279319012

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 11:20

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688120LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.250 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688122MATRIX SPIKE SAMPLE:
MSSpike

Result
70279318010

Lead ug/L 49.250 98 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688124MATRIX SPIKE SAMPLE:
MSSpike

Result
70279319001

Lead ug/L 45.750 90 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279318010

1688121SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279319001

1688123SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 15 of 21
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QUALIFIERS

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279319
PINE RICHLAND-EDEN HALL 11/30

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279319001 329730EH-1 EPA 200.8
70279319002 329730EH-2 EPA 200.8
70279319003 329730EH-3 EPA 200.8
70279319004 329730EH-4 EPA 200.8
70279319005 329730EH-5 EPA 200.8
70279319006 329730EH-6 EPA 200.8
70279319007 329730EH-7 EPA 200.8
70279319008 329730EH-8 EPA 200.8
70279319009 329730EH-9 EPA 200.8
70279319010 329730EH-10 EPA 200.8
70279319011 329730EH-11 EPA 200.8
70279319012 329730EH-12 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 6 of 11 
 
 

   
 

TABLE 2.0 
DRINKING WATER SAMPLES 

Pine Richland Hance Elementary 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

HE-13 Faucet Kitchen main First Draw 1.5 

HE-14 WF Office restroom First Draw < 1.0 

HE-14-2 WF Outside gym First Draw < 1.0 

HE-15 WF Outside library First Draw < 1.0 

HE-16 WF Outside Room 140 First Draw < 1.0 

HE-19 WF Room 129 First Draw < 1.0 

HE-20 WF Room 133 First Draw < 1.0 

HE-21 WF Room 137 First Draw < 1.0 

HE-22 WF Room 145 (Faculty) First Draw < 1.0 

HE-18  WF Room 108 (L) First Draw  < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279361

70279361
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE-RICHLAND-HANCE 11/30

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 1 of 18
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CERTIFICATIONS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-13 Lab ID: 70279361001 Collected: 11/30/23 06:51 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 2.5 ug/L 12/06/23 13:08 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 3 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-14 Lab ID: 70279361002 Collected: 11/30/23 06:54 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:16 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 4 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-14-2 Lab ID: 70279361003 Collected: 11/30/23 06:56 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:18 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 5 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-15 Lab ID: 70279361004 Collected: 11/30/23 07:18 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:19 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-16 Lab ID: 70279361005 Collected: 11/30/23 06:59 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:21 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-19 Lab ID: 70279361006 Collected: 11/30/23 07:02 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:22 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 8 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-20 Lab ID: 70279361007 Collected: 11/30/23 07:05 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:24 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-21 Lab ID: 70279361008 Collected: 11/30/23 07:10 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:25 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 10 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-22 Lab ID: 70279361009 Collected: 11/30/23 07:08 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:27 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Sample: H-18 Lab ID: 70279361010 Collected: 11/30/23 07:14 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:28 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329733
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279361001, 70279361002, 70279361003, 70279361004, 70279361005, 70279361006, 70279361007,

70279361008, 70279361009, 70279361010

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688136
Associated Lab Samples: 70279361001, 70279361002, 70279361003, 70279361004, 70279361005, 70279361006, 70279361007,

70279361008, 70279361009, 70279361010

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 13:05

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688137LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.550 101 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688139MATRIX SPIKE SAMPLE:
MSSpike

Result
70279361001

Lead ug/L 51.150 97 70-1302.5

Parameter Units
Dup

Result QualifiersRPDResult
70279361001

1688138SAMPLE DUPLICATE:

Lead ug/L 2.4 12.5

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALIFIERS

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279361
PINE-RICHLAND-HANCE 11/30

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279361001 329733H-13 EPA 200.8
70279361002 329733H-14 EPA 200.8
70279361003 329733H-14-2 EPA 200.8
70279361004 329733H-15 EPA 200.8
70279361005 329733H-16 EPA 200.8
70279361006 329733H-19 EPA 200.8
70279361007 329733H-20 EPA 200.8
70279361008 329733H-21 EPA 200.8
70279361009 329733H-22 EPA 200.8
70279361010 329733H-18 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 7 of 11 
 
 

   
 

 
TABLE 3.0 

DRINKING WATER SAMPLES 
Pine Richland High School 

Sample Date: November 30, 2023 
Sample No. Source Sample Location Sample 

type 
Analytical 
Result (Pb) 
(ug/L = ppb) 

HS-23 Sink Kit – near pizza oven First Draw < 1.0 

HS-24 Sink Kit – outside Storage 
C (R) First Draw < 1.0 

HS-25 Sink Room 120 Kit 3 First Draw < 1.0 

HS-26 Sink Room 120 Kit 4 First Draw < 1.0 

HS-27 WF Cafeteria outside 
Student Activity First Draw No sample 

collected 

HS-28 BF Outside Attendance 
office (R) First Draw < 1.0 

HS-29 WF Outside Library office First Draw < 1.0 

HS-30 WF Outside rear Aud (R) First Draw < 1.0 

HS-31 WF Outside Weight Rm First Draw < 1.0 

HS-32 WF Room 300M (L) First Draw < 1.0 

HS-33 WF Room 317M (L) First Draw < 1.0 

HS-34 WF Room 415M (L) First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279326

70279326
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE-RICHLAND HIGH SCHOOL11/30

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 1 of 20
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CERTIFICATIONS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-23 Lab ID: 70279326001 Collected: 11/30/23 06:30 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:39 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 3 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-24 Lab ID: 70279326002 Collected: 11/30/23 06:30 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:41 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 4 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-25 Lab ID: 70279326003 Collected: 11/30/23 06:30 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:42 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 5 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-26 Lab ID: 70279326004 Collected: 11/30/23 06:47 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:44 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 6 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-28 BF Lab ID: 70279326005 Collected: 11/30/23 06:47 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:46 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 7 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-29 Lab ID: 70279326006 Collected: 11/30/23 06:47 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:47 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 8 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-30 Lab ID: 70279326007 Collected: 11/30/23 07:14 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:49 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 9 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-31 Lab ID: 70279326008 Collected: 11/30/23 06:51 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:50 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 10 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-32 Lab ID: 70279326009 Collected: 11/30/23 06:51 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:52 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 11 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-33 Lab ID: 70279326010 Collected: 11/30/23 07:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:56 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 12 of 20
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Sample: HS-34 Lab ID: 70279326011 Collected: 11/30/23 07:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:58 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 13 of 20
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329732
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279326001, 70279326002, 70279326003, 70279326004, 70279326005, 70279326006, 70279326007,

70279326008, 70279326009, 70279326010, 70279326011

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688129
Associated Lab Samples: 70279326001, 70279326002, 70279326003, 70279326004, 70279326005, 70279326006, 70279326007,

70279326008, 70279326009, 70279326010, 70279326011

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 12:06

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688130LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 49.950 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688132MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321007

Lead ug/L 47.950 95 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688134MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321008

Lead ug/L 44.950 89 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321007

1688131SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321008

1688133SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 14 of 20
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QUALIFIERS

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 15 of 20
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279326
PINE-RICHLAND HIGH SCHOOL11/30

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279326001 329732HS-23 EPA 200.8
70279326002 329732HS-24 EPA 200.8
70279326003 329732HS-25 EPA 200.8
70279326004 329732HS-26 EPA 200.8
70279326005 329732HS-28 BF EPA 200.8
70279326006 329732HS-29 EPA 200.8
70279326007 329732HS-30 EPA 200.8
70279326008 329732HS-31 EPA 200.8
70279326009 329732HS-32 EPA 200.8
70279326010 329732HS-33 EPA 200.8
70279326011 329732HS-34 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 8 of 11 
 
 

   
 

 
TABLE 4.0 

DRINKING WATER SAMPLES 
Pine Richland Middle School 

Sample Date: November 30, 2023 
Sample No. Source Sample Location Sample 

type 
Analytical 
Result (Pb) 
(ug/L = ppb) 

MS-35 BF Outside gym First Draw < 1.0 

MS-36 Sink FCS Sink 3 First Draw < 1.0 

MS-37 Sink FCS sink 5 First Draw < 1.0 

MS-38 Sink Guidance office First Draw < 1.0 

MS-39 Sink Kitchen rear First Draw 1.8 

MS-40 WF Outside cafe First Draw 3.2 

MS-41 WF Outside E&E First Draw < 1.0 

MS-42 WF Outside gym (R)   First Draw < 1.0 

MS-43 WF RR 206M First Draw < 1.0 

MS-44 WF RR 403M First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 

15 ppb and/or the proposed PA State Level of 5 ppb  
  



#=CL#

December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279318

70279318
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE RICHLAND MIDDLE SCHOOL

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 1 of 19
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CERTIFICATIONS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-35 Lab ID: 70279318001 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:03 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 3 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-36 Lab ID: 70279318002 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:05 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 4 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-37 Lab ID: 70279318003 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:06 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 5 of 19



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-38 Lab ID: 70279318004 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:08 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 6 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-39 Lab ID: 70279318005 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 1.8 ug/L 12/06/23 11:09 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-40 Lab ID: 70279318006 Collected: 11/30/23 00:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 3.2 ug/L 12/06/23 11:11 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 8 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-41 Lab ID: 70279318007 Collected: 11/30/23 07:48 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:12 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 9 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-42 Lab ID: 70279318008 Collected: 11/30/23 07:27 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:14 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 10 of 19
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-43 Lab ID: 70279318009 Collected: 11/30/23 07:38 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:15 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Sample: MS-44 Lab ID: 70279318010 Collected: 11/30/23 07:38 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:23 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 12 of 19
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329728
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279318001, 70279318002, 70279318003, 70279318004, 70279318005, 70279318006, 70279318007,

70279318008, 70279318009

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688113
Associated Lab Samples: 70279318001, 70279318002, 70279318003, 70279318004, 70279318005, 70279318006, 70279318007,

70279318008, 70279318009

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 10:31

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688114LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.750 101 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688116MATRIX SPIKE SAMPLE:
MSSpike

Result
70279521001

Lead ug/L 46.650 93 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688118MATRIX SPIKE SAMPLE:
MSSpike

Result
70279317001

Lead ug/L 46.350 88 70-1302.4

Parameter Units
Dup

Result QualifiersRPDResult
70279521001

1688115SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279317001

1688117SAMPLE DUPLICATE:

Lead ug/L 2.4 12.4

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329730
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279318010

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688119
Associated Lab Samples: 70279318010

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 11:20

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688120LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.250 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688122MATRIX SPIKE SAMPLE:
MSSpike

Result
70279318010

Lead ug/L 49.250 98 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688124MATRIX SPIKE SAMPLE:
MSSpike

Result
70279319001

Lead ug/L 45.750 90 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279318010

1688121SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279319001

1688123SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM
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Melville, NY 11747
516-370-6000
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QUALIFIERS

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279318
PINE RICHLAND MIDDLE SCHOOL

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279318001 329728MS-35 EPA 200.8
70279318002 329728MS-36 EPA 200.8
70279318003 329728MS-37 EPA 200.8
70279318004 329728MS-38 EPA 200.8
70279318005 329728MS-39 EPA 200.8
70279318006 329728MS-40 EPA 200.8
70279318007 329728MS-41 EPA 200.8
70279318008 329728MS-42 EPA 200.8
70279318009 329728MS-43 EPA 200.8

70279318010 329730MS-44 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:19 PM
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 9 of 11 
 
 

   
 

TABLE 5.0 
DRINKING WATER SAMPLES 

Pine Richland - Richland Elementary 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

RE-45 BF Outside Room 200 First Draw < 1.0 

RE-46 Sink Kit Prep by C113 First Draw 3.6 

RE-47 Sink Kit rinse by C113 First Draw 10.4 

RE-48 WF Gym – Boys LR First Draw < 1.0 

RE-49 WF Outside Room 007 First Draw < 1.0 

RE-50 WF Outside Room 103 (L) First Draw < 1.0 

RE-51 WF Outside Room 117 
(lunch) First Draw < 1.0 

RE-52 WF Outside Room 219 First Draw < 1.0 

RE-53 WF Outside Room J200 
(R) First Draw < 1.0 

WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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December 08, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279321

70279321
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE-RICHLAND ELEMENTARY 11/30

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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CERTIFICATIONS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-45 Lab ID: 70279321001 Collected: 11/30/23 07:47 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 11:52 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-46 Lab ID: 70279321002 Collected: 11/30/23 07:38 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 3.6 ug/L 12/06/23 11:58 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-47 Lab ID: 70279321003 Collected: 11/30/23 07:46 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 10.4 ug/L 12/06/23 12:00 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-48 Lab ID: 70279321004 Collected: 11/30/23 07:59 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:01 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-49 Lab ID: 70279321005 Collected: 11/30/23 07:56 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:03 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-50 Lab ID: 70279321006 Collected: 11/30/23 07:45 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:04 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-51 Lab ID: 70279321007 Collected: 11/30/23 07:52 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:09 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Sample: H-52 Lab ID: 70279321008 Collected: 11/30/23 07:51 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:16 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329730
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279321001, 70279321002, 70279321003, 70279321004, 70279321005, 70279321006

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688119
Associated Lab Samples: 70279321001, 70279321002, 70279321003, 70279321004, 70279321005, 70279321006

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 11:20

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688120LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.250 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688122MATRIX SPIKE SAMPLE:
MSSpike

Result
70279318010

Lead ug/L 49.250 98 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688124MATRIX SPIKE SAMPLE:
MSSpike

Result
70279319001

Lead ug/L 45.750 90 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279318010

1688121SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279319001

1688123SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329732
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279321007, 70279321008

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688129
Associated Lab Samples: 70279321007, 70279321008

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 12:06

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688130LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 49.950 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688132MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321007

Lead ug/L 47.950 95 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688134MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321008

Lead ug/L 44.950 89 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321007

1688131SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321008

1688133SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM
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QUALIFIERS

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279321
PINE-RICHLAND ELEMENTARY 11/30

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279321001 329730H-45 EPA 200.8
70279321002 329730H-46 EPA 200.8
70279321003 329730H-47 EPA 200.8
70279321004 329730H-48 EPA 200.8
70279321005 329730H-49 EPA 200.8
70279321006 329730H-50 EPA 200.8

70279321007 329732H-51 EPA 200.8
70279321008 329732H-52 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/08/2023 08:35 AM
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 10 of 11 
 
 

   
 

 
 
 
 

TABLE 6.0 
DRINKING WATER SAMPLES 

Pine Richland Stadium / Athletics 
Sample Date: November 30, 2023 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

SA-54 Sink Concession A First Draw 1.4 

SA-55 Sink Home Trainers Room First Draw < 1.0 

SA-56 Sink Annex Trainers Rm First Draw < 1.0 

SA-57 WF Outside camera loft 
(L) First Draw < 1.0 

SA-58 WF Outside Home LR (R) First Draw < 1.0 

SA-59 WF Outside Visit LR (R) First Draw < 1.0 

SA-60 WF Outside Weight (R) First Draw < 1.0 
WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 
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December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279324

70279324
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE-RICHLAND STADIUM 11/30

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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CERTIFICATIONS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 15



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 54 Lab ID: 70279324001 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 1.4 ug/L 12/06/23 12:21 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 55 Lab ID: 70279324002 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:59 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 56 Lab ID: 70279324003 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:01 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 57 Lab ID: 70279324004 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:02 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 58 Lab ID: 70279324005 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 13:04 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 59 Lab ID: 70279324006 Collected: 11/30/23 06:40 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:33 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Sample: SA 60 Lab ID: 70279324007 Collected: 11/30/23 07:00 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 12:38 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 9 of 15
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329732
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279324001, 70279324002, 70279324003, 70279324004, 70279324005, 70279324006, 70279324007

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688129
Associated Lab Samples: 70279324001, 70279324002, 70279324003, 70279324004, 70279324005, 70279324006, 70279324007

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 12:06

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688130LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 49.950 100 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688132MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321007

Lead ug/L 47.950 95 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688134MATRIX SPIKE SAMPLE:
MSSpike

Result
70279321008

Lead ug/L 44.950 89 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321007

1688131SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279321008

1688133SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALIFIERS

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279324
PINE-RICHLAND STADIUM 11/30

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279324001 329732SA 54 EPA 200.8
70279324002 329732SA 55 EPA 200.8
70279324003 329732SA 56 EPA 200.8
70279324004 329732SA 57 EPA 200.8
70279324005 329732SA 58 EPA 200.8
70279324006 329732SA 59 EPA 200.8
70279324007 329732SA 60 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:20 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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PSI Project Number: 08165069-3 
Pine Richland School District Lead in Water Screening - 2023  

December 8, 2023 
  Page 11 of 11 
 
 

   
 

 
 
 

TABLE 7.0 
DRINKING WATER SAMPLES 

Pine Richland Wexford Elementary  
Sample Date: November 30, 2023 

 
 
 
 
 
 
 
 
 
 
 
 

WF – Water Fountain 
Bolded results exceeded the EPA Recommended Action Level of 20 ug/L (Pb), the NY State Action Level of 
15 ppb and/or the proposed PA State Level of 5 ppb 

Sample No. Source Sample Location Sample 
type 

Analytical 
Result (Pb) 
(ug/L = ppb) 

WE-61 Kettle Kit Braising sprayer First Draw 2.4 

WE-62 Sink Kit Food prep First Draw 2.9 

WE-63 WF Kindergarten Locker 
Area (R) First Draw < 1.0 

WE-64 WF Locker Area (R) First Draw < 1.0 

WE-65 WF Outside Rm D 115 
music 

First Draw < 1.0 

WE-66 WF Room B104 First Draw < 1.0 

WE-67 WF Room B120 First Draw < 1.0 

WE-68 WF Room C111 First Draw < 1.0 

WE-69 WF Room C118 First Draw < 1.0 

WE-70 WF Room C130 First Draw 2.8 



#=CL#

December 07, 2023

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70279317

70279317
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

PINE RICHLAND WEXFORD ELEM

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on December 01, 2023.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 1 of 18
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CERTIFICATIONS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 2 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-61 Lab ID: 70279317001 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 2.4 ug/L 12/06/23 10:39 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000

Page 3 of 18
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-62 Lab ID: 70279317002 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 2.9 ug/L 12/06/23 10:46 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-63 Lab ID: 70279317003 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:48 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-64 Lab ID: 70279317004 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:49 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-65 Lab ID: 70279317005 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:51 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-66 Lab ID: 70279317006 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:52 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-67 Lab ID: 70279317007 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:54 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-68 Lab ID: 70279317008 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:55 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-69 Lab ID: 70279317009 Collected: 11/30/23 07:20 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead <1.0 ug/L 12/06/23 10:57 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Sample: W-70 Lab ID: 70279317010 Collected: 11/30/23 07:42 Received: 12/01/23 10:55 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 2.8 ug/L 12/06/23 11:01 7439-92-11.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

329728
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70279317001, 70279317002, 70279317003, 70279317004, 70279317005, 70279317006, 70279317007,

70279317008, 70279317009, 70279317010

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1688113
Associated Lab Samples: 70279317001, 70279317002, 70279317003, 70279317004, 70279317005, 70279317006, 70279317007,

70279317008, 70279317009, 70279317010

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 12/06/23 10:31

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1688114LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 50.750 101 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688116MATRIX SPIKE SAMPLE:
MSSpike

Result
70279521001

Lead ug/L 46.650 93 70-130<1.0

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1688118MATRIX SPIKE SAMPLE:
MSSpike

Result
70279317001

Lead ug/L 46.350 88 70-1302.4

Parameter Units
Dup

Result QualifiersRPDResult
70279521001

1688115SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70279317001

1688117SAMPLE DUPLICATE:

Lead ug/L 2.4 12.4

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALIFIERS

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70279317
PINE RICHLAND WEXFORD ELEM

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70279317001 329728W-61 EPA 200.8
70279317002 329728W-62 EPA 200.8
70279317003 329728W-63 EPA 200.8
70279317004 329728W-64 EPA 200.8
70279317005 329728W-65 EPA 200.8
70279317006 329728W-66 EPA 200.8
70279317007 329728W-67 EPA 200.8
70279317008 329728W-68 EPA 200.8
70279317009 329728W-69 EPA 200.8
70279317010 329728W-70 EPA 200.8

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 12/07/2023 12:18 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
516-370-6000
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January 24, 2024

LIMS USE: FR - MIKE KOPAR
LIMS OBJECT ID: 70284839

70284839
Project:
Pace Project No.:

RE:

Mike Kopar
Intertek PSI
850 Poplar Street
Pittsburgh, PA 15220

SCHOOL LEAD SAMPLING

Dear Mike Kopar:

Enclosed are the analytical results for sample(s) received by the laboratory on January 22, 2024.  The results relate only to
the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Lori A. Beyer
lori.beyer@pacelabs.com

Project Manager
516-370-6014

Enclosures
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CERTIFICATIONS

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

Sample: RE-01 Lab ID: 70284839001 Collected: 12/14/23 08:00 Received: 01/22/24 09:17 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 2.2 ug/L 01/24/24 15:02 7439-92-11.0 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

Sample: RE-02 Lab ID: 70284839002 Collected: 01/12/24 07:00 Received: 01/22/24 09:17 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

200.8 MET ICPMS Drinking Water

Lead 3.2 ug/L 01/24/24 15:03 7439-92-11.0 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

335001
EPA 200.8

EPA 200.8
200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70284839001, 70284839002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 1721479
Associated Lab Samples: 70284839001, 70284839002

Matrix: Water

Analyzed

Lead ug/L <1.0 1.0 01/24/24 14:47

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

1721480LABORATORY CONTROL SAMPLE:
LCSSpike

Lead ug/L 52.450 105 85-115

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

1721482MATRIX SPIKE SAMPLE:
MSSpike

Result
70284778001

Lead ug/L 50.950 101 70-130<1.0

Parameter Units
Dup

Result QualifiersRPDResult
70284778001

1721481SAMPLE DUPLICATE:

Lead ug/L <1.0<1.0
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QUALIFIERS

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70284839
SCHOOL LEAD SAMPLING

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70284839001 335001RE-01 EPA 200.8
70284839002 335001RE-02 EPA 200.8
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